




Weeksville Heating & Cooling Loads

Å110,000 sq. ft. building,  4 levels

Å9 Heat Pumps

ÅHeating & Cooling Load ï25 tons\heat pump 
X 9 heat pumps) = 225 Tons

Å48 closed loop boreholes, grouped into 12, 4-
well clusters



Standing Column Wells
Lion House at the Bronx Zoo

ÅThis system combines the supply 
and diffusion wells into one unit.

ÅIt is dependant on thermal 
exchange with the bedrock 
rather than availability of ground 
water.

ÅGenerally up to 1,500 ft. deep.

ÅPermitting by NYS DEC required 
if greater than 500 ft.

http://esco-ecosys.narod.ru/2008_4/art189.htm


